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= BID ITEM #3
i VA OMAHA — PARTIAL DEMOLITION FLOOR PLAN -
1o-0F st FLOOR RESTROOMS 1331 & 1332 (B)
SCALE: 1/4" = 1'-0"
BID ITEM #2
CODED DEMOLITION NOTES (DP=)
o, = P GENERAL DEMOLITION NOTES 1-DP  REMOVE EXISTING SINK, TOILETS, URINALS, LAV'S AND ALL
17-0P ' 2-DP 6-pP, 9-DP, —9 1. DEMOLITION PLANS ARE GENERAL AND DIAGRAMMATIC IN NATURE. THE PLANS Q%STQC%EDSEFE'XLUE%%NE:LN%R /;SVE&GGSEI\IF%F;ALADDDE#QH/PLON
10-DP, 117, Z-DF’1 0P ARE NOT INTENDED TO REPRESENT THE TOTAL SCOPE OF WORK. THESE PLANS INFORMATION
17-0P B DO NOT SHOW EACH ITEM THAT IS REQUIRED TO BE REMOVED. EACH :
—L_—8-0p | CONTRACTOR IS RESPONSIBLE FOR DETERMINING THE ACTUAL CONDITIONS AS 3
1-DP THEY EXIST IN THE FIELD THROUGH SITE INSPECTION AND REVIEW OF THESE 2-DP REMOVE ALL EXISTING TOILET ROOM ACCESSORIES, I.E.
, PAPER TOWEL DISPENSERS, TOILET PAPER DISPENSERS,
DOCUMENTS. IT IS THE CONTRACTOR'S RESPONSIBILITY TO DETERMINE AND
9-DP GRAB BARS, BABY CHANGING STATIONS, SOAP DISPENSERS
COORDINATE THE REMOVAL AND DEMOLITION WORK AS REQUIRED TO ACHIEVE
1-DP THE FINAL PRODUCT AS INDICATED IN THESE DOCUMENTS. SHARPS CONTAINERS, MIRRORS, PAPER TOWEL / WASTE
19708, 11-0P, UNITS, NAPKIN DISPOSALS, NAPKIN DISPENSERS, S.S. SHELVES
T 2. REFER TO ROOM FINISH SCHEDULE AND FINISH LEGEND FOR NEW FINISHES. ROBE HOOKS, HAND DRYERS AND ETC.. SEE GENERAL
I_\/QG—DP 8-DP e REMOVE, CLEAN, PATCH/REPAIR EXISTING SURFACES/FINISHES AS NECESSARY DEMOLITION NOTE #3.
FZ-DP FOR THE INSTALLATION OF ALL OTHER TRADE SCOPES AND NEWLY SCHEDULED
\ 1-0p FINISHES. 3-DP  REMOVE EXISTING MECHANICAL GRILL TO HEATING UNIT, CLEAN
2—DP _ 2-DP 16-DP—_) STORE AND PAINT TO MATCH NEW FINISHES.
H_ \ e [P H 40P~ | 3. THE OWNER AND HIS DESIGNATED REPRESENTATIVES HAVE FIRST RIGHT OF
L1 | i [l N REFUSAL REGARDING SALVAGEABLE ITEMS. CONTRACTOR SHALL COORDINATE 4-DP  REMOVE ALL MISCELLANEOUS WALL MOUNTED ITEMS. SEE GENERAL
L15_Dp op— N—t5-0p s-op—" WITH OWNER. DEMOLITION NOTE #3.
4. THE PLANS FOR THE EXISTING BUILDING MAY BE REVIEWED UPON REQUEST. 5-DP  REMOVE EXISTING ACCESS PANELS AND FRAMES, CLEAN STORE
THESE PLANS SHALL NOT BE CONSIDERED ACCURATE AND COMPLETE AS TO AND PAINT TO MATCH NEW FINISHES.
THE CONDITIONS AS THEY EXIST IN THE FIELD.
6—DP  REMOVE EXISTING WALL MOUNTED ELECTRICAL ITEMS. SEE
5. EXISTING STRUCTURAL SYSTEM SHALL NOT BE REMOVED OR MODIFIED UNLESS ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.
APPROVED IN ADVANCE BY THE ARCHITECT. MODIFICATIONS TO THE FIRE
VA OMAHA PROTECTION AND FIRE RESISTIVE WALL OR FLOOR SYSTEMS SHALL BE 7-DP  REMOVE EXISTING CASEWORK, COUNTERTOPS. REMOVE ALL
RESTORED TO MAINTAIN THE REQUIRED RATING. ANCHORS, FASTENERS, ADHESIVES AND OTHER MISCELLANEOUS
PARTIAL DEMOLITION FLOOR PLAN — LOWER LEVEL RESTROOMS B712 & B7/10 ITEMS ASSOCIATED WITH THE CASEWORK.
SCALE: 1/4" = 1—0" 6. REMOVE ALL EXISTING FLOOR FINISHES WHERE NEW FINISHES ARE SCHEDULED.
g - PREP EXISTING FLOOR SURFACE AS NECESSARY FOR NEWLY SCHEDULED 8—DP  REMOVE EXISTING TOILET / URINAL PARTITIONS, HARDWARE,
FINISHES. ANCHORS & SUPPORT FRAMING. SEE GENERAL DEMOLITION
= BID ITEM #1 NOTE #3.
7. REMOVE EXISTING ITEMS AS REQUIRED FOR REUSE IN THE NEW PLAN OR NEW
FINISH. CATALOG AND STORE ITEMS IN A SAFE STORAGE AREA SUBJECT TO 9-DP  REMOVE EXISTING WALL TILE, BACKING AND ADHESIVES IN THERE
THE OWNER’S APPROVAL UNTIL THE TIME OF REINSTALLATION. LOST ITEMS ENTIRETY
SHALL BE REPLACED WITH COMPARABLE NEW ITEM AT NO COST TO THE
OWNER. 10—-DP ~ REMOVE EXISTING SHEET VINYL, VCT AND CERAMIC TILE FLOORING
AND ALL TRANSITION STRIPS, BASE AND AHESIVES. PREPARE
8. IF AT ANY TIME DURING EXECUTION OF THE CONTRACT REQUIREMENTS THE FIRE SUB FLOOR FOR SCHEDULED FINISHES.
PROTECTION SYSTEM IS COMPROMISED, SEPARATE ALL OCCUPIED AREAS FROM
DEMOLITION, RENOVATION, OR CONSTRUCTION ACTMVITIES BY TEMPORARY SMOKE- 11—DP  REMOVE EXISTING ACOUSTICAL TILE, CEILING GRID, CEILING LIGHTS,
TIGHT CONSTRUCTION PARTITIONS OF GYPSUM BOARD OR OTHER APPROVED NON- SUPPLY DIFFUSERS, RETURN AIR GRILLES AND ALL OTHER MISCELLANEOUS
COMBUSTIBLE OR LINITED—COMBUSTIBLE MATERIAL. PARTITIONS SHALL BE FULL ITEMS ASSOCIATED WITH CEILING SYSTEM. SEE GENERAL
HEIGHT, EXTENDING THROUGH SUSPENDED CEILINGS TO THE FLOOR SLAB OR ROOF DEMOLITION NOTE #3. SEE MECHANICAL & ELECTRICAL DRAWINGS |
DECK ABOVE AND SHALL BE ONE—HOUR FIRE RATED, UNLESS SPRINKLERS ARE FOR ADDITIONAL INFORMATION.
INSTALLED AND ARE OPERATIONAL ON BOTH SIDES OF THE TEMPORARY PARTITION
WHEREUPON THE PARTITION MAY BE PERMITTED TO TERMINATE AT THE CEILING 12—DP REMOVE EXISTING CORNER GUARDS AND SUPPORT BRACKET
IN ACCORDANCE WITH NFPA 241. SPRINKLERS ARE CONSIDERED TO BE OPERATIONAL AND MISCELLANEOUS ANCHORS. SALVAGE FOR RE—INSTALLATION.
WHEN THEY ARE INSTALLED IN ACCORDANCE WITH NFPA 13 (SPACING, PROTECTION,
DISTANCE FROM THE CEILING, ETC.)THE FIRE PROTECTION SYSTEM IS CONSIDERED TO 13—DP REMOVE EXISTING LOCKERS AND BENCHES. STORE LOCKERS,
BE COMPROMISED IF ONE OR MORE CEILING TILE IS REMOVED OR HARD CEILING BENCH SUPPORTS AND WOOD BENCHES FOR RE—INSTALLATION.
IS OPENED FOR A PERIOD OF FOUR HOURS OR MORE. IF CEILING TILE ARE REMOVED
OR THE HARD CEILING IS OPENED FOR LESS THAN FOUR HOURS THE ONE—HOUR 14—DP REMOVE EXISTING VINYL WALL BASE AND ALL ADHESIVES.
FIRE RATED PARTITION IS NOT REQUIRED, HOWEVER, A FIRE WATCH MUST BE
MAINTAINED AND THE AREA CANNOT BE LEFT UNATTENDED. 15—-DP  REMOVE WALL / PORTION OF EXISTING WALL PARTITION AS SHOWN.
PREPARE WALL TO RECEIVE NEW FINISHES. COORDINATE WITH
ARCHITECTURAL DRAWINGS.
16—DP  REMOVE EXISTING DOOR, FRAME, HARDWARE AND ALL MISCELLANEOUS
ANCHORS. SEE GENERAL DEMOLITION NOTE #3.
17-DP  REMOVE ALL GYPSUM WALL BOARD WITHIN THE TOILET ROOMS AND
PREPARE STUDS TO RECEIVE NEW GREEN BOARD AND SOUND PROOF
INSULATION.
18—DP  REMOVE & SALVAGE EXISTING LOCKERS & BENCH'S FOR OWNER.
E 19-DP  REMOVE EXISTING RAISED LOCKER PLATFORM AS NECESSARY FOR
INSTALLATION OF NEW SHOWER BASE & ADA CLEAR FLOOR SPACE AT
SHOWER ENTRANCE.
20-DP  REMOVE & REUSE EXISTING HANDRAIL AS REQUIRED FOR NEW
CONSTRUCTION. COORDINATE REMOVAL WITH ARCHITECTURAL PLANS.
21-DP  REMOVE EXISTING CHAIR RAIL & SALVAGE FOR REINSTALLATION ON
NEW WALLS.
22—-DP  REMOVE PORTION OF EXISTING WALL TO A POINT 6” BELOW EXISTING
ADJACENT CEILING.
23—-DP  REMOVE PORTION OF EXISTING FLOOR FOR INSTALLATION OF NEW
TERRAZZO SHOWER BASE AND FLOOR DRAIN AT SHOWER OPENING.
24—DP  REMOVE EXISTING VINYL WALL COVERING AND SALVAGE FOR RE—INSTALLATION]
ON NEW CORRIDOR ALCOVE.
25—-DP  REMOVE EXISTING CARPET FLOORING, ALL TRANSITION STRIPS AND ADHESIVES
PREPARE SUB FLOOR FOR SCHEDULED FINISHES.
E 26—DP  REMOVE EXISTING WOOD TRIM, SHELF AND WOOD PANEL DOORS IN IT'S
ENTIRETY.
27—-DP  REMOVE EXISTING STOREFRONT WINDOW & DOOR IN IT'S ENTIRETY.
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GENERAL DEMOLITION NOTES

1.

DEMOLITION PLANS ARE GENERAL AND DIAGRAMMATIC IN NATURE. THE PLANS
ARE NOT INTENDED TO REPRESENT THE TOTAL SCOPE OF WORK. THESE PLANS
DO NOT SHOW EACH ITEM THAT IS REQUIRED TO BE REMOVED. EACH
CONTRACTOR IS RESPONSIBLE FOR DETERMINING THE ACTUAL CONDITIONS AS

GENERAL FLOOR PLAN NOTES

1.

RESTROOMS SCHEDULED FOR RENOVATION MAY NEED TO BE DONE
IN PHASES. COORDINATE PHASING WITH OWNER. A FEMALE AND

MALE RESTROOM MUST REMAIN FULLY OPERATIONAL AT ALL TIMES
THROUGHOUT THE DURATION OF THIS CONTRACT. THE CONTRACTOR

16

one foot

one eighth inch

THEY EXIST IN THE FIELD THROUGH SITE INSPECTION AND REVIEW OF THESE | | SHALL BE RESPONSIBLE TO PROVIDE PROFESSIONALLY MADE SIGNS
L DOCUMENTS. IT IS THE CONTRACTOR’S RESPONSIBILITY TO DETERMINE AND | 2FB DIRECTING VETERANS AND VISITORS TO ADDITIONAL RESTROOMS THAT
| 2FB COORDINATE THE REMOVAL AND DEMOLITION WORK AS REQUIRED TO ACHIEVE éﬁTEZ\C?(E)RUgERLKVHQLLJE C(I)-I,\/IXEESEIFG:\ISS UFI\FIQ[())EMR Ac%hé%TFREUS%TlBoNNAL o
THE FINAL PRODUCT AS INDICATED IN THESE DOCUMENTS.
J oop orp COMPANY. CONTRACTOR TO COORDINATE THE SIGN VERBIAGE TO BE
2. REFER TO ROOM FINISH SCHEDULE AND FINISH LEGEND FOR NEW FINISHES. <B/ USED WITH THE OWNER'S CONSTRUCTION MANAGER ON SITE.
REMOVE, CLEAN, PATCH/REPAIR EXISTING SURFACES/FINISHES AS NECESSARY
FOR THE INSTALLATION OF ALL OTHER TRADE SCOPES AND NEWLY SCHEDULED 2. ALL NEW CONSTRUCTION IS INDICATED ON BOLD/FULL TONE.
FINISHES.
‘ 2 3. PROVIDE BACKING AT ALL LOCATIONS WHERE EQUIPMENT IS
= 7 3. THE OWNER AND HIS DESIGNATED REPRESENTATIVES HAVE FIRST RIGHT OF TA-1 - 7';7’ SHOWN OR NOTED. SEE 3/A3-1 FOR TYPICAL BACKING DETAILS.
1-DP REFUSAL REGARDING SALVAGEABLE ITEMS. CONTRACTOR SHALL COORDINATE B TAJQZ%Q J
\W WITH OWNER. [ 4. AT THE END OF EACH CONSTRUCTION WORK DAY ARFA SHALL BE
= PICKED UP, SWEPT AND PUT INTO ORDERLY CONDITION.
JANITOR 4-0P 4. THE PLANS FOR THE EXISTING BUILDING MAY BE REVIEWED UPON REQUEST.
12358 THESE PLANS SHALL NOT BE CONSIDERED ACCURATE AND COMPLETE AS TO MEN'S TOILET A . 5. AT THE END OF EACH CONSTRUCTION WORK DAY AREA SHALL BE
6-0p. 90 I N THE CONDITIONS AS THEY EXIST IN THE FIELD. 1258 LOCKED AND SECURED. COORDINATE WITH OWNER'S SECURITY
O, 90 ~—TA-4 = STAFF.
10-DP, 11-DP, 5. EXISTING STRUCTURAL SYSTEM SHALL NOT BE REMOVED OR MODIFIED UNLESS <
17-0P APPROVED IN ADVANCE BY THE ARCHITECT. MODIFICATIONS TO THE FIRE - S 6. ALL DIMENSIONS ARE TO FINISH WALL SURFACE UNLESS NOTED
PROTECTION AND FIRE RESISTIVE WALL OR FLOOR SYSTEMS SHALL BE © 9-FP 5 . OTHERWISE.
|| 6-DP, 14-DP, RESTORED TO MAINTAIN THE REQUIRED RATING. 10 e B JANITOR'S ROOM
o 6. REMOVE ALL EXISTING FLOOR FINISHES WHERE NEW FINISHES ARE SCHEDULED - m \_ 1250 7o REPER TO ROOM FINISH SCHEDULE AND FINIo LEGEND FOR NEW
BREAK ROOM : : (DA, =~ FINISHES. REMOVE, CLEAN, PATCH/REPAIR EXISTING/
6_0p 16-DP 50 7-DP PREP EXISTING FLOOR SURFACE AS NECESSARY FOR NEWLY SCHEDULED . SURFACES /FINISHES AS NECESSARY FOR THE INSTALLATION OF
/ \\( ; \ m FINISHES. - 59-FP(B> et NEWLY SCHEDULED FINISHES.
\ | | | 7. REMOVE EXISTING ITEMS AS REQUIRED FOR REUSE IN THE NEW PLAN OR NEW A , 1l l =
N | | 7 i 7= 1] FINISH. CATALOG AND STORE ITEMS IN A SAFE STORAGE AREA SUBJECT TO N N 8. EXISTING STRUCTURAL SYSTEM SHALL NOT BE REMOVED OR
' T ' I — , 1"—0" 9-FP MODIFIED UNLESS APPROVED IN ADVANCE BY THE ARCHITECT.
15-DP X 26-0p THE OWNER'S APPROVAL UNTIL THE TIME OF REINSTALLATION. LOST ITEMS 3-FP —FP VODIEICATIONS 30 THE FIRE. PROTECTION AND HIRE RESISTIE
24 Dp SHALL BE REPLACED WITH COMPARABLE NEW TEM AT NO COST TO THE WALL OR FLOOR ‘SYSTEMS. SHALL BE RESTORED TO MANTAIN
i 20-0P OWNER. THE REQUIRED RATING
8. IF AT ANY TIME DURING EXECUTION OF THE CONTRACT REQUIREMENTS THE FIRE o, ALL FLOORS OF THE BUILDING SHALL REMAIN OCCUPIED DURING
PROTECTION SYSTEM IS COMPROMISED, SEPARATE ALL OCCUPIED AREAS FROM
_ CONSTRUCTION.  COORDINATE AND PROVIDE TEMPORARY
DEMOLITION, RENOVATION, OR CONSTRUCTION ACTIVITIES BY TEMPORARY SMOKE
_ INSTALLATIONS AND ENCLOSURES AS NECESSARY TO
TIGHT CONSTRUCTION PARTITIONS OF GYPSUM BOARD OR OTHER APPROVED NON SEPARATE /PROTECT THE OGCUPIED AREAS FROM DEMOLITION
COMBUSTIBLE OR LINTED—COMBUSTIBLE MATERIAL. PARTITIONS SHALL BE FULL /
’o-0p HEIGHT, EXTENDING THROUGH SUSPENDED CEILINGS TO THE FLOOR SLAB OR ROOF . AND CONSTRUCTION  ACTIVITIES.
- DECK ABOVE AND SHALL BE ONE—HOUR FIRE RATED, UNLESS SPRINKLERS ARE - @ _
— T = = = 4 i 1 WHEREUPON THE PARTITION MAY BE PERMITTED TO TERMINATE AT THE CEILING DA ARE SCHEDULED. PREP EXISTING FLOOR SURFACE AS
il | T— —J T IN ACCORDANCE WITH NFPA 241. SPRINKLERS ARE CONSIDERED TO BE OPERATIONAL TA-7 NECESSARY FOR NEWLY SCHEDULED FINISHES. = PROVIDE SELF-—
r\\fﬂi—DP TOILET \2-Dp4/ﬂ WHEN THEY ARE INSTALLED IN ACCORDANCE WITH NFPA 13 (SPACING, PROTECTION | S . LEVELING CONCRETE FLOOR UNDERLAYMENT AS REQUIRED TO
N 1226 6-0p. o0p DISTANCE FROM THE CEILING, ETC.)THE FIRE PROTECTION SYSTEM IS CONSIDERED TO J_% — — ACHIEVE A SMOOTH, LEVEL SUBSTRATE FOR FLOOR FINISHES.
b T1bp —Dp BE COMPROMISED IF ONE OR MORE CEILING TILE IS REMOVED OR HARD CEILING 1'—6" | TA-16 SEE GENERAL DEMOLITION NOTE #6.
\h 0P ' IS OPENED FOR A PERIOD OF FOUR HOURS OR MORE. IF CEILING TILE ARE REMOVED o
S‘DP‘F 15-0p OR THE HARD CEILING IS OPENED FOR LESS THAN FOUR HOURS THE ONE-HOUR ] 1. ALL CONTRACTORS SHALL INSPECT THE SITE, REVIEW THE
2-0P 2P - '\T\—I FIRE RATED PARTITION IS NOT REQUIRED, HOWEVER, A FIRE WATCH MUST BE <3> DRAWINGS AND SPECIFICATIONS AND BE FULLY INFORMED AS TO
1-DP j— DR E"4—DP 1D e MAINTAINED AND THE AREA CANNOT BE LEFT UNATTENDED. ™ WORK REQUIRED TO FULFILL THE CONTRACT PRIOR TO BIDDING.
D k WOMEN'S TOILET
4DPP £ - / - 1226 12, ALL CONTRACTORS SHALL TAKE ALL MEASUREMENTS FOR THE
B | 0P %Mp l II_ —16-0P [}TH A | h—9-Fp WORK AND BE RESPONSIBLE FOR SAME. COORDINATED THE WORK
. = AND SHOP DRAWINGS WITH ALL OTHER TRADES AFFECTED AND
< 1= = | 5o CODED DEMOLITION NOTES (DP-—) D ("7 B bs—rp MAKE ANY NECESSARY OFFSETS TO CONCEAL PIPING AND
SN — , —TA5 \A7-2 J DUCTWORK AND TO CLEAR EQUIPMENT, STRUCTURAL MEMBERS
— /\\ — | ] I 1-DP REMOVE EXISTING SINK, TOILETS, URINALS, LAV'S AND ALL AND OTHER OBSTRUCTIONS.
— | =T [ T=_CFet 5l —16-DP ASSOCIATED FIXTURES, PIPING. SEE GENERAL DEMOLITION ~\ c <B>
) S L i 2-DP ﬁ j \ NOTE #3. SEE MECHANICAL DRAWINGS FOR ADDITIONAL J 13.  ALL MATERIALS AND EQUIPMENT SHALL BE NEW, OF THE BEST
o ({I =4 1-DP —k& ~_ INFORMATION. =" |1 L H—9-FP QUALITY AND FREE FROM DEFECTS.
80P on0p, r10p H o g < )
= 4-DP—  \{_pp TOILET 7oy 7 N 15-0p 2—-DP  REMOVE ALL EXISTING TOILET ROOM ACCESSORIES, I.E. N NT —11i 14, ALL WORK SHALL COMPLY WITH APPLICABLE REGULATIONS,
1228 PAPER TOWEL DISPENSERS, TOILET PAPER DISPENSERS, ) TA-15 CODES AND ORDINANCES. NOTIFY ARCHITECT OF ANY CODE
[ GRAB BARS, BABY CHANGING STATIONS, SOAP DISPENSERS ~ L s |——1—| VIOLATIONS BEFORE COMMENCING WITH WORK.
e 50 HP/“[ SHARPS CONTAINERS, MIRRORS, PAPER TOWEL / WASTE ) |
g — | | | UNITS, NAPKIN DISPOSALS, NAPKIN DISPENSERS, S.S. SHELVES = 15.  IN ANY DISCREPANCY BETWEEN PLANS AND THE SPECIFICATIONS THE
= ROBE HOOKS, HAND DRYERS AND ETC.. SEE GENERAL CONTRACTOR SHALL ASSUME THE HIGHER COST OPTION FOR
P— | | DEMOLITION NOTE #3. — : ! PURPOSES OF PRICING AND SHALL ASK THE ARCHITECT FOR
CLARIFICATION.
| 3-DP  REMOVE EXISTING MECHANICAL GRILL TO HEATING UNIT, CLEAN |
STORE AND PAINT TO MATCH NEW FINISHES. 16.  PROVIDE CONTROL JOINTS IN GYPSUM BOARD PARTITIONS
ABOVE ALL DOORS AT THE CORNERS, ON BOTH SIDES OF WALL.
4—DP  REMOVE ALL MISCELLANEOUS WALL MOUNTED ITEMS. SEE GENERAL PROVIDE CONTROL JOINTS IN ALL WALL RUNS EQUAL TO OR
DEMOLITION NOTE #3. VA OMAHA PARTIAL FLOOR PLAN — 1st FLOOR ( ) EXCEED 30'—0" CONTINUOUS.
RESTROOMS 1226 & 1258 AND JANITORS CLOSET 1250 (A
5-DP  REMOVE EXISTING ACCESS PANELS AND FRAMES, CLEAN STORE = — 7. FIELD VERIFY DIMENSIONS. LAYOUT THE ENTIRE AREA WITHIN
\éés?gégﬁspﬁl?z%l' /%%%LIUQNTELR%OEO%L@NT 21588t Fé_lggARKROOM 1250(A) D PAITT 0 HATER HEW FINERES SME =T DISCREPANCES PRIOR 10 NSTALLATON OF ANY VALLS. |
= DISCREPANCIES PRIOR TO INSTALLATION OF ANY WALLS.
AE /4 = 1-0° > ’ 6-DP  REMOVE EXISTING WALL MOUNTED ELECTRICAL ITEMS. SEE ALTERNATE #1 TO BID ITEM #3
SCALE: / = 1-0 ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION. 18.  THE CONTRACTOR SHALL PERFORM ALL TESTS AS SPECIFIED OR
= ALTERNATE #1 TO BID ITEM #3 7-DP  REMOVE EXISTING CASEWORK, COUNTERTOPS. REMOVE ALL éf\T|gE%%Q$Y|NTSOTA[EB\AT?(TSTRATE A CONPLETE AN
ANCHORS, FASTENERS, ADHESIVES AND OTHER MISCELLANEOUS
ITEMS ASSOCIATED WITH THE CASEWORK. 19. CE)ggEﬁ%L%RA?\II-[I)AIELL E(\)/g%l(?)ﬁlglATE ALL ELECTRICAL DEVICE ROUGH-IN
8—DP  REMOVE EXISTING TOILET / URINAL PARTITIONS, HARDWARE,
ANCHORS & SUPPORT FRA/M|NG_ SEE GENERAL DEMOLITION 20. ALL OWNER SUPPLIED SHARP’S CONTAINERS, ACCESSORIES AND ETC...
NOTE #3. BE INSTALLED BY CONTRACTOR. COORDINATE LOCATIONS WITH DRAWINGS
AND OWNER.
— | | | 9-DP  REMOVE EXISTING WALL TILE, BACKING AND ADHESIVES IN THERE
ENTIRETY
! | i FLOOR PLAN NOTES (-FP)
1 _ _ 10-DP  REMOVE EXISTING SHEET VINYL, VCT AND CERAMIC TILE FLOORING
AND ALL TRANSITION STRIPS, BASE AND AHESIVES. PREPARE 1-FP PROVIDE METAL WALL STUD AND 5/8” GWB BOTH SIDES,
SUB FLOOR FOR SCHEDULED FINISHES. 5 5 FINISHES TO MATCH EXISTING WALL THICKNESS. NEW FINISHES
TO ALIGN WITH EXISTING WALL FINISHES. MATCH EXISTING WALL
11-DP  REMOVE EXISTING ACOUSTICAL TILE, CEILING GRID, CEILING LIGHTS, FINISHES UNLESS NOTED OTHERWISE ON ROOM FINISH SCHEDULE.
SUPPLY DIFFUSERS, RETURN AIR GRILLES AND ALL OTHER MISCELLANEOUS
ITEMS ASSOCIATED WITH CEILING SYSTEM. SEE GENERAL 2-FP  EXISTING LOCKERS & BENCHES TO BE RE—INSTALLED AFTER NEW
DEMOLITION NOTE #3. SEE MECHANICAL & ELECTRICAL DRAWINGS ROOM FINISHES HAVE BEEN INSTALLED.
FOR ADDITIONAL INFORMATION.
3-FP PROVIDE NEW CORNER GUARD TO MATCH EXISTING. SEE 11/A3—1
12—-DP  REMOVE EXISTING CORNER GUARDS AND SUPPORT BRACKET
AND MISCELLANEOUS ANCHORS. SALVAGE FOR RE—INSTALLATION. 4-FP  RE-INSTALL EXISTING SALVAGED HAND RAIL AS REQUIRED FOR
NEW CONSTRUCTION. EXISTING HAND RAIL MAY NEED TO BE
- " 13-DP  REMOVE EXISTING LOCKERS AND BENCHES. STORE LOCKERS, REWORKED TO FIT NEW LAYOUT. SEE ARCHITECTURAL PLANS.
\ | BENCH SUPPORTS AND WOOD BENCHES FOR RE—INSTALLATION.
160P | 5-FP  EXISTING SALVAGED CORNER GUARDS RE—INSTALLED AT NEW LOCATION.
\ — 14—DP  REMOVE EXISTING VINYL WALL BASE AND ALL ADHESIVES. <
[ S 6-FP  REMOVE PORTION OF EXISTING FLOOR FOR INSTALLATION OF NEW
~ 15-DP  REMOVE WALL / PORTION OF EXISTING WALL PARTITION AS SHOWN. = FLOOR DRAIN. PROVIDE POSITIVE SLOPE TO DRAIN.
1205A PREPARE WALL TO RECEIVE NEW FINISHES. COORDINATE WITH
ARCHITECTURAL DRAWINGS. 7-FP RE-INSTALL EXISTING PLUMBING ACCESS PANEL
i i STORAGE VESTIBULE
16—DP  REMOVE EXISTING DOOR, FRAME, HARDWARE AND ALL MISCELLANEOUS i 1205A i 8-FP  RE-INSTALL EXISTING VINYL WALL COVERING
T ANCHORS. SEE GENERAL DEMOLITION NOTE #3. 9-FP  ALIGN FACE OF NEW WALL FINISHES WITH EXISTING FACE OF WALL
ﬂ] ! _16-DP 17-DP  REMOVE ALL GYPSUM WALL BOARD WITHIN THE TOILET ROOMS AND FINISHES
| \ H PREPARE STUDS TO RECEIVE NEW GREEN BOARD AND SOUND PROOF
||||| “~ INSULATION.
|||M/27 " 18—DP  REMOVE & SALVAGE EXISTING LOCKERS & BENCH’S FOR OWNER. I m
- A3
| SMOKING 19-DP  REMOVE EXISTING RAISED LOCKER PLATFORM AS NECESSARY FOR U
!l 12058 INSTALLATION OF NEW SHOWER BASE & ADA CLEAR FLOOR SPACE AT STORAGE
_ SHOWER ENTRANCE. 12058
\\ 20-DP  REMOVE & REUSE EXISTING HANDRAIL AS REQUIRED FOR NEW
CONSTRUCTION. COORDINATE REMOVAL WITH ARCHITECTURAL PLANS.
\5 21-DP  REMOVE EXISTING CHAIR RAIL & SALVAGE FOR REINSTALLATION ON
NEW WALLS.
22-DP  REMOVE PORTION OF EXISTING WALL TO A POINT 6” BELOW EXISTING
‘ ‘ ADJACENT CEILING. ‘ ‘ AREA OF
23-DP  REMOVE PORTION OF EXISTING FLOOR FOR INSTALLATION OF NEW CONSTRUCTION (B)
TERRAZZO SHOWER BASE AND FLOOR DRAIN AT SHOWER OPENING.
VA OMAHA PARTIAL DEMOLITION FLOOR PLAN—1st FLOOR _ } '
24—DP  REMOVE EXISTING VINYL WALL COVERING AND SALVAGE FOR RE—INSTALLATION r
SMOKEING AREA 1205A / 1205B ON NEW CORRIDOR ALCOVE. VA OMAHA PARTIAL FLOOR PLAN — 1st FLOOR T |
. » _ ‘A" 2 i _‘f'.
SCALE: 1/4 1-0 25-DP  REMOVE EXISTING CARPET FLOORING, ALL TRANSITION STRIPS AND ADHESIVES. STOREROOM 1205A / 1205B (A) =TT ,
2 ALTERNATE #1 TO BID ITEM #3 PREPARE SUB FLOOR FOR SCHEDULED FINISHES. SCALE: 1/4" = 1'-0 == B
26-DP  REMOVE EXISTING WOOD TRIM, SHELF AND WOOD PANEL DOORS IN IT'S 2 ALTERNATE #1 TO BID ITEM #3 AREA OF [k
ENTIRETY. —% :
27-DP  REMOVE EXISTING STOREFRONT WINDOW & DOOR IN IT'S ENTIRETY. CONSTRUCTION (A)
SCALE: NONE
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SCALE: 1/4" = 1'-0"
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GENERAL FLOOR PLAN NOTES

1.

10.

11.

12.

13.

14.

15.

16.

17.

18.

19.

20.

RESTROOMS SCHEDULED FOR RENOVATION MAY NEED TO BE DONE
IN PHASES. COORDINATE PHASING WITH OWNER. A FEMALE AND
MALE RESTROOM MUST REMAIN FULLY OPERATIONAL AT ALL TIMES
THROUGHOUT THE DURATION OF THIS CONTRACT. THE CONTRACTOR
SHALL BE RESPONSIBLE TO PROVIDE PROFESSIONALLY MADE SIGNS

DIRECTING VETERANS AND VISITORS TO ADDITIONAL RESTROOMS THAT

ARE TO BE USED WHILE ONE SET IS UNDER CONSTRUCTION.
CONTRACTOR SHALL PURCHASE SIGNS FROM A PROFESSIONAL SIGN
COMPANY. CONTRACTOR TO COORDINATE THE SIGN VERBIAGE TO BE
USED WITH THE OWNER'S CONSTRUCTION MANAGER ON SITE.

ALL NEW CONSTRUCTION IS INDICATED ON BOLD/FULL TONE.

PROVIDE BACKING AT ALL LOCATIONS WHERE EQUIPMENT IS
SHOWN OR NOTED. SEE 3/A3-1 FOR TYPICAL BACKING DETAILS.

AT THE END OF EACH CONSTRUCTION WORK DAY AREA SHALL BE
PICKED UP, SWEPT AND PUT INTO ORDERLY CONDITION.

AT THE END OF EACH CONSTRUCTION WORK DAY AREA SHALL BE
LOCKED AND SECURED. COORDINATE WITH OWNER'S SECURITY
STAFF.

ALL DIMENSIONS ARE TO FINISH WALL SURFACE UNLESS NOTED
OTHERWISE.

REFER TO ROOM FINISH SCHEDULE AND FINISH LEGEND FOR NEW
FINISHES. REMOVE, CLEAN, PATCH/REPAIR EXISTING/
SURFACES/FINISHES AS NECESSARY FOR THE INSTALLATION OF
NEWLY SCHEDULED FINISHES.

EXISTING STRUCTURAL SYSTEM SHALL NOT BE REMOVED OR
MODIFIED UNLESS APPROVED IN ADVANCE BY THE ARCHITECT.
MODIFICATIONS TO THE FIRE PROTECTION AND FIRE RESISTIVE
WALL OR FLOOR SYSTEMS SHALL BE RESTORED TO MAINTAIN
THE REQUIRED RATING.

ALL FLOORS OF THE BUILDING SHALL REMAIN OCCUPIED DURING
CONSTRUCTION.  COORDINATE AND PROVIDE TEMPORARY
INSTALLATIONS AND ENCLOSURES AS NECESSARY TO
SEPARATE/PROTECT THE OCCUPIED AREAS FROM DEMOLITION
AND CONSTRUCTION ACTIVITIES.

REMOVE ALL EXISTING FLOOR FINISHES WHERE NEW FINISHES
ARE SCHEDULED. PREP EXISTING FLOOR SURFACE AS
NECESSARY FOR NEWLY SCHEDULED FINISHES. PROVIDE SELF—
LEVELING CONCRETE FLOOR UNDERLAYMENT AS REQUIRED TO
ACHIEVE A SMOOTH, LEVEL SUBSTRATE FOR FLOOR FINISHES.
SEE GENERAL DEMOLITION NOTE #6.

ALL CONTRACTORS SHALL INSPECT THE SITE, REVIEW THE
DRAWINGS AND SPECIFICATIONS AND BE FULLY INFORMED AS TO
WORK REQUIRED TO FULFILL THE CONTRACT PRIOR TO BIDDING.

ALL CONTRACTORS SHALL TAKE ALL MEASUREMENTS FOR THE
WORK AND BE RESPONSIBLE FOR SAME. COORDINATED THE WORK
AND SHOP DRAWINGS WITH ALL OTHER TRADES AFFECTED AND
MAKE ANY NECESSARY OFFSETS TO CONCEAL PIPING AND
DUCTWORK AND TO CLEAR EQUIPMENT, STRUCTURAL MEMBERS
AND OTHER OBSTRUCTIONS.

ALL MATERIALS AND EQUIPMENT SHALL BE NEW, OF THE BEST
QUALITY AND FREE FROM DEFECTS.

ALL WORK SHALL COMPLY WITH APPLICABLE REGULATIONS,
CODES AND ORDINANCES. NOTIFY ARCHITECT OF ANY CODE
VIOLATIONS BEFORE COMMENCING WITH WORK.

IN ANY DISCREPANCY BETWEEN PLANS AND THE SPECIFICATIONS THE

CONTRACTOR SHALL ASSUME THE HIGHER COST OPTION FOR
PURPOSES OF PRICING AND SHALL ASK THE ARCHITECT FOR
CLARIFICATION.

PROVIDE CONTROL JOINTS IN GYPSUM BOARD PARTITIONS

ABOVE ALL DOORS AT THE CORNERS, ON BOTH SIDES OF WALL.
PROVIDE CONTROL JOINTS IN ALL WALL RUNS EQUAL TO OR
EXCEED 30’-0" CONTINUOUS.

FIELD VERIFY DIMENSIONS. LAYOUT THE ENTIRE AREA WITHIN
CONFINES OF EXISTING CONSTRUCTION AND RESOLVE ANY
DISCREPANCIES PRIOR TO INSTALLATION OF ANY WALLS.

THE CONTRACTOR SHALL PERFORM ALL TESTS AS SPECIFIED OR
AS NECESSARY TO DEMONSTRATE A COMPLETE AND
SATISFACTORY INSTALLATION.

CONTRACTOR SHALL COORDINATE ALL ELECTRICAL DEVICE ROUGH-IN
LOCATIONS AND ELEVATIONS.

ALL OWNER SUPPLIED SHARP’'S CONTAINERS, ACCESSORIES AND ETC... SHALL
BE INSTALLED BY CONTRACTOR. COORDINATE LOCATIONS WITH DRAWINGS

AND OWNER.
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VA OMAHA PARTIAL FLOOR PLAN -
1st FLOOR RESTROOMS 1331 & 1332 (B)

SCALE: 1/4"

= 1:_030

BID ITEM #2 [DA] = DOOR ACUATOR (PUSH PAD)

FLOOR PLAN NOTES (-FP)

1-FP

2-FP

3—-FP

4—FP

5—FP

6-FP

7-FP

8-FP

9—FP

10-FP

11-FP

PROVIDE METAL WALL STUD AND 5/8" GWB BOTH SIDES,
FINISHES TO MATCH EXISTING WALL THICKNESS. NEW FINISHES
TO ALIGN WITH EXISTING WALL FINISHES. MATCH EXISTING WALL
FINISHES UNLESS NOTED OTHERWISE ON ROOM FINISH SCHEDULE.

EXISTING LOCKERS & BENCHES TO BE RE-INSTALLED AFTER NEW
ROOM FINISHES HAVE BEEN INSTALLED.

PROVIDE NEW CORNER GUARD, CG—2, TO MATCH EXISTING. SEE 11/A3-1
RE-INSTALL EXISTING SALVAGED HAND RAIL AS REQUIRED FOR

NEW CONSTRUCTION. EXISTING HAND RAIL MAY NEED TO BE

REWORKED TO FIT NEW LAYOUT. SEE ARCHITECTURAL PLANS.

EXISTING SALVAGED CORNER GUARDS RE—INSTALLED AT NEW LOCATION.
REMOVE PORTION OF EXISTING FLOOR FOR INSTALLATION OF NEW

FLOOR DRAIN. PROVIDE POSITIVE SLOPE TO DRAIN. COORDINATE WITH
THICKNESS OF NEW TILE & DIFFERENCE BETWEEN CT-5 & CT-6.
RE-INSTALL EXISTING PLUMBING ACCESS PANEL

NEW PAINT. END PAINT ON OUTSIDE CORNER TO BE COVERED BY
FULL HEIGHT CORNER GUARD.

ALIGN FACE OF NEW WALL FINISHES WITH EXISTING FACE OF WALL
FINISHES

NEW BRICK & STUD WALL TO STRUCTURAL ROOF ABOVE.

NEW VCT— ACCENT FLOORING. SEE COLOR & MATERIAL SCHEDULE
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DOOR SCHEDULE o 2
T\, SCHEDULE /" ROOM FINISH SCHEDULE
OPENING DOOR FRAVE DETALS ROOM | RO NORTH | EAST | SOUTH | WEST | cLG (LG
— |NO. PR{HDWR|WIDTH [HEIGHT| TYPE | MAT'L |FINISH | LBL | TYPE | MAT'L [FINISH | HEAD | JAMB REMARKS - NO. NAME FLR BASE WALL WALL WALL WALL MATL HGT REMARKS
B710 1 | 3-6"| 7-0"| A WD | WD-1 1 HM | PT-3 (2/A3-1]1/A3-1 . ’ CT-2, 4 / [CT-2, 4 / [CT-2, 4 / [CT-2, 4 / 0
% = e B o R 22\3_1 1§A3—1 . 3 ) B710 WOMEN,S TOILET CT-5 CT-2 i | v i i ACT-1 8,—0" RFS—#3
= [B719A 1 [3=6[7-07 A_|WD_|WD-1 1| AM_[PT=3 [2/A31 [1/A3—1 = & = 7| B710A | WOMEN'S LOCKER ROOM | CT=56* | CT=2" Jeprs " Jgprte ' feprie * Jeprie | ACT- 80" [RFS—#3, #4 & 9
- = = = = [ 8712 | MEN'S TOLET -5 | c12 [(RA/(T2 8 /(2 8 SI2 8T T 80" [RFs-43
= |1226 2 15-6)/7-0] A | WD |WD-T 1 | HM |PT-S 147\3—1 137\3—1 W g " = | B719 | MEN'S LOCKER ROOM CT-5,6¢ | CT-2¢ | epr-1  |epT-1 [EP—1 |EP-1 | ACT-1 §-0" [RFS—#3, #4 & #5
— 11228 2 | 3-6"| 7-0"| A WD | WD-1 1 HM | PT=3 [14/A3-1{13/A3-1 @ ® @ CT-2, 4 / [CT-2, 4 /|12, 4 / [CT-2, 4 / . .
- b — 22 [ 1226 [ womew's TolLET -5 | cr-g (R A/ T2 N2 8 SKT2 ST e B-0" |RFS—#1 & #3
= ) » [ ” - - - - , ”
= [1331 1 [3=0[7=0 A_[Wo_ [ WD 1| A [PT=3 J2/A3-1 [1 /A1 SCHEDULE OO AT = | 1228 | MEN'S TOILET -5 | o2 [adt st Gat A e 80" |RFS-#1 & 43
= 0" 7'-0" — — — - HOSPITAL FRAME a .
L L[S0 701 A LWD | WO || HM P13 2/AS=1 f1/AS-1 WooD 2 [ c205 | coRRDOR ALCOVE -2 | re-t | - [ e [ere [ere [ Ao B-0" [RFs-#1, 42, #6
® €205 | CORRIDOR EXISTING o1 e /] P-4 - - - EXISTING 8-0" |RFS—#1
< | 1226 1 3:—6: 7:—0: A WD | WD-1 1 HM | PT-3 |2/A3-1 [1/A3-1 DOOR TYPES FRAME TYPES
et | 1250 3 |30 7-0°| A | WD | WD-f 1 [ HM | PT=3 [2/AS1 [1/AS-T SCALE: 1/4” = 0" SCALE: 1/4 = 10" sl 133 | Mens Tower N e O RO R R T 9-0" [RFS-43
= [ 1258 13- 7-0" A | WD | WD-i T | AM | PT=3 [2/A3=1 |1/A3—1 = , R o o o —
Q
= | 1226 | wowe's ToLET -5 | cr-2 [BA/TASS(R &2 8T T B-0" |RFs—43
TYPICAL MOUNTING HEIGHTS = [ 1250 [ JANITOR'S ROOM VCT-1 RB=1 | EXISTING [ EXISTING | EPT-1 [ EXISTING | EXISTING §'-0"
INSTALL THESE ITEMS AT TYPICAL HEIGHTS SHOWN UNO &5 | 1258 | MEN'S TOILET CT-5 -2 [0 / ezt / Cro2, 4 / ezt A= 8'-0" |RFS-#3
= EPT-1* "~ JePT-1* _ |epr—1* " [epT1
© nors o oo g = [1205A71 storace Roow EXISTNG | RB-1 [ EXISTNG | EXISTNG | EXISTING | PT- | EXISTING EXIST.
NOTES e oy 4~§§ €205 | CORRIDOR EXGVCT-2 | RB-1 [PT-4  [-—— [PT-4 |[-—— |AcT—4 8-0" |RFS—#1, #6
1. ACCESSORIES LISTED MAY HAVE GAPS IN NUMBERING. ‘ﬁ[\ +Zr_ E’% REFER TO PLAN
2. ACCESSORIES CAN APPEAR ON FLOOR PLANS OR ) ; FOR LENGTH AND
INTERIOR ELEVATIONS. g ) — " Lia CONFIGURATION ROOM FINISH SCHEDULE NOTES
3. ALL DIVENSIONS SHOWN FOR DEVICE, TOILET 5 Eg ‘4_ - 7 —1 wxe I-4 TA-16
ACCESSORIES AND FIXTURE LOCATIONS ARE TO BE 5 o g 5% 3 % 2w / 7 — s uRRoR | 10" s, q1—F 1. PATCH & REPAIR TO MATCH ADJACENT SURFACES INCLUDING ADJACENT CORRIDORS. FINISHTO MATCH EXISTING UNLESS SCHEDULED OTHERWISE.
= &= 2 = E & - S— - -
FROM CERAIC TLE WALL PN 212 oo e e, < N 2 A = 1\ — - s ) . 2. PAINT TO END ON OUTSIDE CORNER. PROVIDE FULL HEIGHT CORNER GUARD FOR EXISTING VWC & NEW PAINT TRANSITION,
2By = = : TR e e |22 e 8 T = ! L 3. SEE ELEVATIONS FOR ADDITIONAL DETALS.
=& a = ol Wb -3 @ S . 4 S .
8231, % % % % . < s i g2 Zs gz ., . ™ O 458 2 oy — % ® = et ] 4. CUT CT-2IN HALF AT LOCKER BASE. CUT SIDE TO BE PLACED AT THE UNDERSIDE OF THE LOCKER TOE KICK.
) -~ -~ s . |95 =] %5 o < % < - - . <
[_FIN PTEEEE T o % hj == =" Y8 7 JE - Tleg - - 7’ =T = {_FILNR 5, IN AREAS MARKED WITH 6-FP, WHICH SLOPE TO THE DRAIN PROVIDE CT-6.
IR ® - U= - & - 6. PATCH NEW VCT WHERE ALCOVE IS CREATED
GENERAL VALL DEVIGES TYACALLIGHT SHTCH PICAL SIGUAGE AND FRE AR TOLETTISSUE  IASTE CONBINATION PAPER SOP STAINLESS STEEL GRABBAR SANITARY ROBE HOOK SANTARY NAPKINTAVPON sy CHANGER NURSE CALL SHARPS FOLDING SHOWER TONELBAR ' '
JHo TYPCAL SGNAGE AND FREALIEM, DISPENSER RCEHOE O DISPENSER ~ FRAMED MIRROR pONTAPON VENDOR (WOMENSONLY)  iOUNTING FEIGHT NOUTHGHEGHT  CONTANER EAT
TODOOR. RECEPTACLE (WONEN'S ONLY) .
6" MAX. 5'-6" MIN. (VA) SEE FLOOR PLAN
. ' T _ . > NUEEET FOR WALL TYPES
g BoR 5O S T = 4 min ‘ < g ] 1/2” 1/2"
o [ SiclioNka? AN ' O] ) S T ] z4 TYPICAL OFFSET AT
A-6 TOLET COMPARTMENT N\ '_'r SN e I H \ aly
Ry RO ] ¢ / 072 - — c —= | ' = > HINGED SIDE WHERE
il it " P . 7 \ | Elz ‘g | 3 +k @ o APPLICABLE - UNLESS '\‘
A-2 ?g‘%NEE'S AN /NURSE ASSIST ¢ ) . SHouER —HABHER. SHQUER W/ a_’_ ’:,: A5 "2:» ‘ é ‘ g = v 8 4 N o o NOTED OTHERWISE
@ A-5 (NIC) _ ) , 6 . A-10 | GovR ConTroLs | \ . \é REQUIRED | \ < sl= hr <;( > L+——PROVIDE 16 GA. STUD RUNNER
— E— T 36 ? ¥ 2N ) uii . § % =l [ | o I ‘ | -3 | | | = ) LLD: _— JAMB ANCHOR BACKING @ AUTO DOOR
A L T N =T - L s
jr 3 € > |e =z ©| 2w = ~ | VAN . N ‘ WHERE DOOR o - ) % 8 7 LOCATIONS TYPICAL
w =I%| 5|; gL = . = =lx) e N\ woaess 2 L : 6 M. TOE | L
s -3 -3, = o|> <] = g N ®|E - e — Mgl J47 THRESHOLD MAX " 48" © 4 MAX. CLEARANCE % p
FIN 4 b Ol g = p=1 he] s g v - ™~ 72 ACCESSIBLE URINAL 30"x48" CLEAR 28" MIN \ 2
[ PN mol J = = | = ! ! GODE REQUIRED CLEARANGES rLOOR SPACE ALt SSREMERS = 4 = HOLLOW METAL FRAME -
T R ] M W we g pSLS e —— s TGE - T toonvenL e
et A TED 1T AND CURTAIN ANDICAP SHOWER CODE REQUIRED CLEARANCES g ) s S| veraLsTu iﬁ/SLAAI[\II-T AARTOEU/?\ICDHFs|;|/L;,\E/l i WITH ERAME ELEVATION'
FIXTURE MOUNTING DIAGRAMS o Gl
TYPICAL FLOOR CLEARANCES @ FIXTURES e /1\JAMB DETAIL /2 \HEAD DETAIL
A3-1/SCALE: 11/2" = 1-0" A3-1/SCALE: 1 1/2" = 10"
1/2"
\ne of STRUCTURAL pEc _ \ine oF STRUCTURAL pEck r'-10" 1 L ‘
{ | \%VZ&? )gr% (o= J CONTROL JOINT SPACING — INSTALL —
o f : SUTABLE BACKING © RATED WALLS
g BOTTOM OF BOLTS
§ % . ) STRUCTURAL—~
% NOTCH METAL STUDS ﬁ\ ( I — CORIAN LAVATORY 3 5/8 5/8 EXTRA METAL STUD —
TO RECEIVE WOOD ™S i LINE OF CEILING LINE OF CEILING e ORI
/ PLOCKING [ M N C/:}/A(:TLEQRAMASS%R:E — — 3 DENS GLASS NETAL STOD HEADSR
METAL — ‘ : | | ™~——sounD IsuLATioN ™~ SOUND INSULATION - T & 5/8”¢ THREADED — —
ﬁ( STUDSC@ %@&Q ‘?sqi&g o S FonT e ADJUSTABLE ‘: i ﬁé?( o 55’6 Jr + SCREW ATTACH HEADER
' 16" 0.C. A s : 6" METAL STUD -
MAY, ) @Z\N 1{0\% I NETAL STUDS AS NOTED 1> METAL STUDS AS NOTED BRICK. ANGHORS WLl 18 0c ot e ? 30 BOTH JAMB STUDS
' , . Q § BRICK VENEER T0 ~ W/ § cws WA Ay 2xd g X0 =3 1/2'x1 1/2"x1/4” BRACE @
10-24 x 1 3 A2 #12 SMS 41— 5/8" GWB BOTH SIDES 5/8" GWB BOTH SIDES MATCH EXISTING : : 8 W/(2)3/8 ¢ BOLTS ’—6”OXC M{*X XEA/- WAY ‘ t
WOOD SCREWS ScREWS 5t | TO CHANNEL
" (6 PER PIECE PER STUD g OPEN HEAD JOINT ) 2" RIGID INSULATION
‘ ;L | OF BLOCKING) E" SEALANT BOTH SIDES TOP & BOTTOM SEALANT BOTH SIDES TOP & BOTTOM W/ CAVCC;EA;"WSECP : WEATHER BARRIER .
A/ I FIRE TREATED 28 A/ 16 GA. x 6" METAL ! ClNE OF FLOOR ! (UNE OF FLOOR m CONT. FLASHING ¢ , —/ BATT INSULATION ;ﬂ?UU\WHWUUUUM/M \HW\HWUUUUUUUUUW“ // } 2 = 16 GA. METAL STUDS
U wooo ‘eLocking” 3 PLATE OR 16 GA. x 6" SECTON SECTON : - - BE LAVS APPROX. GRADE . CONT UNISTRUT \JELEJISLIPNE(,}\] PED ACOUSTICAL }TJSE'O&H@E%%“& %EE\A&E
\gl \g METAL STUD RUNNER RATING INFORMATION RATING INFORMATION L pos e NG CHANNEL 1001 METAL TRIM BY
FIRE RATING — NON-RATED FIRE RATING — NON-RATED il R \’ HIGH SLUMP- GROUT %E'TT'ONN MFG
ISOMETRIC o
ISOMETRIC , . . . , EXISTING CONCRETE PARTITION NOTE:
VIEW 283—% ACTORS OPTION T VIEW <,A> 3 5/8" METAL STUDS, 16 OC 3 5/8" METAL STUDS, 16 OC FLOOR & FOUNDATION SEE GWB SPECIFICATIONS FOR
CONTRACTORS OPTON 1) LOCATION OF CONTROL JOINTS |

mTOILET PARTITON HANGER SUPPORT

WOOD OR METAL BACKING NOTES:

/S \WALL FLOOR DETAIL

6" METAL STUDS, 16” OC

one eighth inch

1.) ALL PARTITIONS SHALL HAVE ACOUSTICAL INSULATION W/JOINTS AND SEE PLAN AT : — A3—1 JSCALE: 1 1/2" = 1—0"
/3\ISOMETRIC AT TYPICAL WALL BACKING PENETRATIONS SEALED W/ACOUSTICAL SEALANT UNLESS NOTED OTHERWS! FOR WALL SCALE:11/2=1-0 Y /8 _TYP. CONTROL JOINT FRAMING DETAIL
Ty TR L /aNTYPICAL WALL TYPES 2.) ALL PARTITIONS SHALL BE TYPE "A" PARTITIONS UNLESS NOTED OTHERWIS B SCAE 3 = 10"
A3-1/SCALE: NONE N l_'_\_J
- ‘ /‘\ LOWER PRIORITY WALL
\ METAL DECKING | g‘ ~——— METAL DECKING : CONTNUOUS VINYL E § TAPE & JT COMP. TYP R —
> 5 FIRE STOP SEALANT - 5 \ FIRE STOP SEALANT : AT A M s = = s = [
sl D 1 N HIGH IMPACT VINYL = ! ' /L
| \__ METAL STUD RUNNER: I~ METAL STUD RUNNER: % = ACRYLIC EXTRUSION e : ; \ g HIGHER PRIORITY WAL
: : <3 Ly & , §
SECURE STUD RUNNER TO STRAP WITH 2-1/4" SECURE STUD RUNNER TO STRAP WITH 2-1/4" o 2 £ o #6x1 8" BUGLE HD ) § LOWER PRIORITY WALL - 5/8" GWB SEE FLOOR PLAN
O DRILLED ANCHORS @ 24" 0.C. DRILLED ANCHORS @ 24" 0.C. S LN &5 o DRYWALL SCREW @ 18" 0.C. 3 SEE PLAN S~ LIGHER PRIORTY WAL - FOR WALL TYPES
\ NOTE: DO NOT SCREW STUDS OR GWB NOTE: DO NOT SCREW STUDS OR GWB L = = FOR WALL : ) zZn TYPICAL OFFSET AT
N TO RUNNER, PROVIDE HORIZONTAL BRACING WITHIN \ \ TO RUNNER, PROVIDE HORIZONTAL BRACING WITHIN 22X L S i TYPE \j ] é& HINGED SIDE WHERE 1/2” 1/2”
Ay M- STUD SPACE. BRACE STUDS WITHIN 1'-0" FROM Ay - STUD SPACE. BRACE STUDS WITHIN 1'-0" FROM i P v = APPLICABLE - UNLESS —
U . TOP OF WALL 3 U ™ TOP OF WALL L < 3 \ /‘HIGHER PRIORITY WALL N S N ’ g NOTED OTHERWISE ’ i — 58" GWB
-\ -\ & = - :
YPE S SCREWS IYPE S SCREWS ——— (/ '-'—i 5 JAMB ANCHOR T11—PROVIDE 16 GA. STUD RUNNER
I Il L { T
f’f': > GWB, EXTEND TO BOTTOM OF DECK i \ > GWB, EXTEND TO BOTTOM OF DECK E I6x1 5 BUGLE HDA};E ;/_ch)rruAleEuRous VINYL I & S TWO HOUR (2HR) FIRE & SMOKE WALL-————- PRIORITY 1 (HIGHEST) N % " ]~ SEALANT AT EACH SIDE
¥ » - DRYWALL SCREW @ 18" 0.C. | g E e R HOLLOW METAL FRAME W/ AND ALL AROUND FRAME
FLOOR - ONE HOUR (1HR) FIRE & SMOKE WALL-————- PRIORITY 2 . J i EMERGENCY RELEASE HDWD L oM METAL FRALE
: : : Felwonh g SEALANT AT EACH SIDE
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